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BACKGROUND

Silence filled the room There we were, the entire design team
fromthe Al buquerque District of the U S. Arny Corps of

Engi neers, seated across the table fromthe Dyess Air Force Base
Base Civil Engineering Team W were discussing the 10% design
for the Request For Proposals (RFP) for a design/build project to
provide 179 new fam |y housing units. Floyd Ball, Deputy Base

G vil Engineer and Project Manager, broke the news. He stated

t hat the base woul d shun conventional residential equipnment and
install ground source heat punps in all of the new housing units.
The |l ocal electrical generating utility, West Texas Utilities
(WU), and Dyess Air Force Base had coll aborated to instal

ground source heat punps with 67 m (220 feet) deep, closed-I|oop,
vertical wells. This was exciting news. This was exciting

engi neeri ng.

PRI OR ART

I n Decenber 1989, a nomnal 10.6 kW (3 ton) GSHP wth three
vertical, closed-loop, 67 m (220 feet) deep wells was installed
at the Guest Oficers Quarters on Dyess Air Force Base. This
installation initiated the collaboration between Dyess AFB and
WU. The design of the ground-|oop heat exchanger was provided
by the Warren W Smith & Associ ates of Tul sa, Olahoma. The GSHP
installation was nonitored by Texas A&M University over a three
year period fromJuly 1990 to May 1993. Attachnment A contains an
excerpt of this nonitoring history fromJuly 1990 to Septenber
1990. The paper presents the data collected by the nonitoring
effort and the nethods used to collect and anal yze the dat a.

Long termdata for this GSHP, not presented in Attachnent A,
i ndicated that the efficiency of the heat punp was decreasing? as
shown by the follow ng:

YEAR SEER( Cool i nQ) COP( Heat i nQ)
1990 12. 4 3.5
1991 11. 7 3.1
1992 11. 2 3.0

The gradual decrease was attributed to two factors. One,
t hernostat settings were | ower for cooling and higher for heating
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for succeeding years. Two, the inclusion of air flow nmeasurenent
equi pnent in the supply ductwork reduced increnentally reduced
the fl ow year by year. These stated factors are confusing since
t he SEER was adjusted for the | ower thernostat settings and

unl ess the nmeasurenent equi pnent was growing is size the degree
of obstruction would have remained constant. A nore likely
scenerio would point to a general decrease in the efficiency of
the GSHP and/or the ground | oop heat exchanger. It is not l|ikely
that the devel oping tenperature profile in the soil surrounding
the vertical wells is causing higher EWIs for cooling and | ower
EWls for heating, because both SEER and COP were degrading with
each season

ADVANTAGES OF THE GROUND SOURCE HEAT PUMP!

G ound source heat punp (GSHP) systens have | ong been recogni zed
as an energy efficient nethod of providing heating and cooling at
| east from an engi neering standpoint. Unfortunately residential
systens have not enjoyed w de acceptance. Bad press from high
electric bills associated with air source heat punps (ASHP) have
made honeowners wary of the term "heat punp." However, over the
past ten years GSHP systens have becone nore practical and nore
accepted as an alternative to the traditional refrigeration air
condi tioner and furnace.

The ASHP is a tenpting substitute for the traditional heating and
cooling systens. Equipnent and installation costs are usually
lower. The ASHP is a direct replacenent for the refrigeration
air conditioner wiwth the added benefit of supplying w nter heat

w thout the cost of the furnace, gas piping, flue, or ventilation
ductwork. The residential ASHP is usually an exterior padnount
unit requiring little interior space facilitating the ease of
installation. However, once the honeynoon is over the honeowner
must settle down to life with an ASHP. Air, with its | ow heat
capacity, in not a good source of heat. The heating efficiency of
an ASHP decreases as the air tenperature decreases, often
requiring supplenental heat fromthe electric strip heater. The
defrost cycle is also a kilowatt hog. The exterior units are
exposed to the elements and can be noisy with the high air
flowates required for heat extraction. The attractive initial
savings are quickly eaten up by the reality of higher operational
costs.

Wil e the equi pnent and installation costs for a GSHP system can
be twice the cost of traditional heating and cooling systens,
there are two mai n advantages over the ASHP; the earth is a
stabl e tenperature heat sink and water is an excell ent heat
transfer fluid. Depending on the geological formations, noisture
content of soils, and water table depth the GSHP can use the
relatively constant tenperatures and high heat capacity of the
earth as an efficient nmediumfor heat extraction and rejection.
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For residences with their simlar requirenments for seasona
energy rejection and extraction, there is even the possibility of
storing heat in the ground during the cooling season and
extracting it for the heating season and visa versa. A seasonal
energy efficiency ratio (SEER) above 11 for cooling and a
coefficient of performance (COP) above 3 for heating is not
uncommon. \While outside air tenperature swings fromday to day,
month to nonth, and season to season ground tenperatures bel ow
12 m (40 feet) remain stable. This fact decouples the
performance of the heat punp fromthe factor driving heating and
cooling energy demand, outside air tenperature. O course the
one itemthat considerably drives up the cost of GSHP is the

cl osed- 1 oop, earth-coupl ed heat exchanger. Each vertical |oop or
well is sized to exchange enough heat at the design flowate
(usually 11 liters per mnute (3 gallons per mnute)) to handle a
3.5 kW (one ton) cooling load®. WelIl depths are comonly around
60 m (200 feet). Once installed, flushed, purged of air, and
pressuri zed the polyethylene pipe wells require little attention.
The effect on the owner of a GSHP systemis opposite that of the
ASHP. While initial investnent is high, yearly energy savings
provi de a payback in from5 to 7 years over conventional heating
and cooling systens.

VWHY | NSTALL GROUND SOURCE HEAT PUMPS AT DYESS AFB
GOVERNMENT | NCENTI VES

The Departnent of Energy (DOE) and the Departnent of Defence
(DoD) have col |l aborated on a major new initiative to expand and
accelerate the use of geothermal heat punps at mlitary
facilities. This initiative is inplenmented under the
Congressional ly mandated Strategi c Environnental Research and
Devel opnent Program ( SERDP) .

The program centers on conparative GSHP denonstrations for
residential or small building installations. NMonitoring of the
performance of the GSHP units for a one to two year period,

mai nt enance histories, and conparison data from conventi onal
technol ogies are all funded under the initiative. Local utility
assi stance i s encouraged.

The benefits sought by DoD include reduced mai ntenance costs,
ease of mai ntenance, no outside equiprment, tinely payback of
installed cost, energy conservation, em ssions reduction, and
transferability of GSHP experience to other DoD sites.

As the manager of a portion of the SERDP funds, Sandi a Nati onal
Laboratories (SNL) becane involved in the Dyess AFB Housi ng
Project. Support for the installation of 25 GSHPs as a
denonstration project was to be provided in three ways. First,
contractor funding was to be supplied to conprehensively
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instrunment sone or all of the systens to collect short and | ong
term performance data on the GSHP hardware. Second, $1, 000.00
per HVAC unit (up to 25 units) was to be provided to reduce first
cost of the equipnment. Third, consultation expertise was to be
provided fromeither SNL, other DOE or DoD | abs, or the

I nternational G ound Source Heat Punp Association (I GSHPA) to
assist with the GSHP specifications and proposal eval uation.

In order to allow the installation of nonitoring equipnment to
gat her data on the performance of the GSHPs, SNL requested
special provisions be witten into the RFP as foll ows:

1. Separate neter sockets in the nmechanical roomfor the
GSHP and the electric donestic water heater.

2. Tee fittings in the supply and return piping of the
ground | oop and water heater for the installation of
pressure and tenperature sensors.

3. Union fittings in a vertical run of the mechanical room
ground | oop piping for the installation of a fl oweter.

4. A 120 VAC power outlet and enough wall space in the
mechani cal roomto nmount el ectronics.

5. A phone jack for nodem data transfer.
WEST TEXAS UTI LI TIES OPENS THE DOOR

Moved by the dilema of rising electrical demand and the cost of
i ncreasing their generating capacity, West Texas Uilities (WU)
initiated a residential energy conservation plan called Good
Cents. This plan provided rate incentives for construction that
met the Good Cents criteria.

A home can qualify for Good Cents certification in two different
ways: Performance Method and Prescriptive Mt hod.

The Performance Method requires the residence to neet an overal
energy efficiency anount based on BTUH per square foot of
condi ti oned space. For hones less that 125.5 square neters (1350
sq. ft.) energy efficiency cannot exceed 0.4 Wnt (14 BTUH sq.

ft. Homes greater than 125.5 square neters (1350 sq. ft.) cannot
exceed 0.3 Wnt (12 BTUH/sq. ft.). If a hone has a | ower BTU
heat gain per square foot than the standard, the hone qualifies.
If the heat gain is larger, the energy efficiency can be

i ncreased by addi ng insulation, reduci ng wi ndow area, or by
installing thermal glazing and window tinting. Most inprovenents
are ainmed at decreasing the building cooling | oad and thus the

el ectrical demand for residential air conditioning equipnent.



The Prescriptive Method defines the m ni rum and maxi num val ues
for individual building conponents all ained at producing overal
energy efficiency. The Prescriptive Method list is as follows:

1. R-11 insulation for floors over a crawl space or other
unheat ed areas.
2. R 16 wall insulation.
3. R30 ceiling insulation and R-19 insulation for roof-
ceiling conbinations and knee wal | s.
4. Infiltration control package.
5. Insul ated and weat her-stri pped doors.
6. Double glazed w ndows.
7 Adequate attic ventilation.
8. R 6 duct insulation.
9. A water heater that neets the federal appliance
ef ficiency standards.
10. A central cooling systemthat neets the cal cul ated heat
gain of the entire hone, but is not oversized.
M ni mum Ef fi ci enci es: Heat Punp - 11 SEER, 7 HSPF
Geot hermal - 3.1 COP

The Prescriptive Method was chosen for the new fam |y housing
units at Dyess AFB. Each of the above requirements was witten
into the Design/Build RFP under the architectural, nechani cal,
and electrical sections. Wth the Good Cents criteria insured by
an enforceable contract, WU offered fundi ng assi stance for the
cost difference to install as many as 25 GSHP units, waste heat
(desuperheater) donestic water heating, and electric supplenental
wat er heating, to a maxi num of $50,000.00. WU agreed to provide
these funds in conjunction with the DOE/ DoD nation-w de
initiative to install and nonitor O8M performance on mlitary
installations (SERDP). The $50, 000. 00 was based on an esti mated
first cost differential for GSHP units over conventi onal

t echnol ogy equivalent to 12 SEER air conditioning and 90% AFUE
space heati ng.

WU essentially agreed to fund the differential cost of
installing the 220 ft. deep, vertical ground-loop heat exchanger
wells. Under this plan WIU worked with the General Contractor to
conpl ete ground-| oop specifications and coordinate installation
schedul es. Funding was provided for the certified GSHP | oop
contractor responsible for the conplete ground-loop system from
the connection to the GSHP. This responsibility included the
heat exchanger design, well drilling, piping installation,
backfill, purging, and testing of the ground-loops. WU also
agreed to coordinate and assist DOE in planning, installing, and
collecting data fromthe operati on and mai ntenance of the
specified honmes with GSHP units and conventi onal HVAC equi pnent.

DESI GN OF THE NEW GROUND SOURCE HEAT PUMPS



The design criteria defined in the RFP set the paraneters for the
GSHP. Cooling capacity was sized to neet the peak cooling | oad
cal cul ated for the hone, assum ng a maxi mum entering water
tenperature (EWI) of 32.2 degrees C (90 degrees F). The heating
capacity was sized at the peak heating load for an EW for 1.7
degrees C (35 degrees F). The EWI limts determ ned the design
of the ground |loop at the recommended flow rate of 11 liters per
mnute (3 gallons per mnute). The m ninum heating or cooling
capacity of the unit was set at 65,000 BTUH. The RFP set m ninma
design and no installation parameters for the ground | oop heat
exchanger. This portion of the design was handl ed by WIU under a
separate contract. WU provided the specification for this work.
The RFP only described the interface between the work perforned
by Hunt Building Corp. and the well installation contractor.

CONSTRUCTI ON

The design/build contract was awarded to Hunt Buil di ng
Corporation wth Fusch, Serold & Partners, Inc. as the architect
and Jensen & Associates as the mechanical/electrical designers.
The design, procurenent, and installation of the GSHP and wells
had little effect on the overall housing project. WU becane
solely responsible for the design and installation of the ground
source heat exchanger wells. The RFP explicitly defined the
interface between the construction performed by WIU and Hunt
Bui | di ng Cor p.

WU contracted with Warren W Smth & Associates to design the

cl osed-1 oop systemincluding the depth of the wells, the size of
the piping, the design of the reverse-return headers, and buri al
depth of the horizontal piping. The drilling contractor provided
the wells, pipe installation, backfill, and well caps. Certified
techni ci ans fused all polyethylene joints as required by the

I nternational G ound Source Heat Punp Association Installation
Manual . The systemwas filled, flushed, and purged of air,
before the final connection the GSHP fl ow center.

Hunt Buil di ng Corp purchased and installed the GSHP units
conplete with flow center and suppl enental donestic hot water
package. They also provided the | ong radius pipe sleeves that
stubout in the nmechanical roomfor the ground | oop piping.

THE RESULTS

Not all of the 179 famly housing units recei ved GSHPs.

Suppl enental funding from SERDP and WIU was nore geared to the

i dea of a denpnstration project. The final installation involved
only 25 hones. Construction for the Dyess AFB fam |y housing
project was conpleted in Septenber of 1995 and occupancy

establi shed as of January 1996. Dyess AFB has expressed its
satisfaction wth the project, but a successful housing project
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constructed under the design/build nmethod can only be attributed
t he a unbroken chain of responsible players. Everyone did their
job and did it well, fromthe Dyess AFB Base Cvil Engineering to
t he Al buquerque District Corps of Engineers to West Texas
Utilities to Hunt Buil ding Corporation.

As of this date, no nonitoring of the installed GSHP systens has
been initiated. Sandia National Labs |ost SERDP funding for the
installation of instrunentation for nonitoring purposes. WU has
al so lost funding to carry through with a data gathering program
In short no information is presently avail able concerning the
performance of the GSHP units. ME. E. of El Paso, Texas hol ds

t he mai nt enance contract for the new housing project.
Conversations with their personnel indicate | ow maintenance

requi renents and occupant satisfaction for homes with the GSHP
units. Three of the ground | oop systens have required further
air purging to reestablish the required flowates. No other
probl ens have been reported.
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